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Abstract: A multi-objective optimization algorithm is proposed in this paper to increase the
penetration level of renewable energy sources (RESs) in distribution networks by intelligent
management of plug-in electric vehicle (PEV) storage. The proposed algorithm is defined to
manage the reverse power flow (PF) from the distribution network to the upstream electrical
system. Furthermore, a charging algorithm is proposed within the proposed optimization in order to
assure PEV owner’s quality of service (QoS). The method uses genetic algorithm (GA) to increase
photovoltaic (PV) penetration without jeopardizing PEV owners’ (QoS) and grid operating limits,
such as voltage level of the grid buses. The method is applied to a part of the Danish low voltage
(LV) grid to evaluate its effectiveness and capabilities. Different scenarios have been defined and
tested using the proposed method. Simulation results demonstrate the capability of the algorithm in
increasing solar power penetration in the grid up to 50%, depending on the PEV penetration level
and the freedom of the system operator in managing the available PEV storage.
Keywords: optimization; plug-in electric vehicle (PEV); photovoltaic (PV) panels; state of charge
(SoC); vehicle to grid (V2G)
1. Introduction
Inevitable presence of renewable energy sources (RESs) in modern power system has led to
significant changes in different operation, protection, and management aspects of power systems.
The distribution network plays a major role in the system overall performance, as it is the interface
between the customers and the electric network. The main purpose of the network in the traditional
power system was to respond to the customers’ demand anytime, no matter the circumstances.
However, the improving and wide acceptance of RESs technologies in the last decade required new
concepts for the design and operation of distribution networks, their functionality, and the role of
customers in the new electric network paradigm [1]. The availability of RES for household application
has changed the traditional customers to “prosumers”, where a customer can be a producer as well [2].
This paradigm shift introduces new opportunities as well as new challenges for the grid operation.
In the future power system, each prosumer will be able to sell the excess available power to the
upper grid, if requested, as a part of ancillary services [2]. However, new functionalities lead to
certain challenges for grid operators, such as the unidirectional structure of the existing distribution
networks [3,4], and voltage issues in the grid [5,6]. Therefore, optimal sizing and siting of RESs
Energies 2016, 9, 34; doi:10.3390/en9010034 www.mdpi.com/journal/energies
Energies 2016, 9, 34 2 of 17
in distribution networks has received significant interest in recent years. An optimal placement
of distributed generation (DG) units is discussed in [7,8] to reduce network losses. Lin et al. [9]
proposes an optimization algorithm for photovoltaic (PV) penetration in distribution systems in order
to maximize the net present value (NPV) of PV panels. An optimization algorithm based on a genetic
algorithm (GA) was proposed in [10], with the main objective of maximizing the savings in the system
upgrade investment deferral, and minimizing cost of annual energy loss. On the other hand, increasing
interest in plug-in electric vehicles (PEVs), especially PEVs with lithium-ion (Li-ion) storage, has led to
a huge interest in application of PEVs for grid support and ancillary services. The main role of ancillary
service is to enable the system operator to deal with balancing issues. PV generation is variable
and non-dispatchable. Therefore, its application in ancillary service depends on the availability and
application of storage devices. The application of PEVs can be beneficial to overcome a part of inherent
variability of PV generation, and also to improve the applicability of distributed RES for ancillary
services [11]. Different research works have addressed the PEV potential for grid support [11–20].
On the other hand, due to technology improvement and cost reduction, PEVs are becoming popular,
imposing new loads on power system. The grid features are normally designed considering current
(and the traditional future forecast) customers’ consumption. Therefore, the low voltage (LV) grid
would face new challenges as PEVs add on to the grid. As a result, PEVs charging scheduling becomes
important for system operators, and has attracted attention from many research groups [13].
In this paper, an algorithm is proposed based on optimal management of PEV storage, in order to
maximize PV participation in ancillary services. This way, part of the required ancillary services will
be provided by the PV panels installed in distribution networks to alleviate the system operational
costs. In addition, the total power loss of the system is included in the optimization procedure, so
that the system energy losses will also be minimized. Although an optimal placement of DGs has
been proposed in [7,8], but the main objective in these literature was to minimize the network losses,
and providing ancillary service has not been considered in their optimization. On the other hand, the
proposed algorithm in [9] aims at maximizing NPV by optimizing the placement of PV panels in the
network. Therefore, it does not consider ancillary service as its major objective, and network losses are
not a big concern in this study. In addition, the proposed GA optimization in [10] aims at minimizing
the system investment cost, as well as minimizing annual energy loss. On the other hand, most of the
studies on PEVs, such as [13,15], are focused on optimal charging strategies, regardless of the potential
of PEVs for grid support. In [16], a vehicle to grid (V2G) strategy has been discussed for PEVs, but the
role of DGs has not been a major focus in [16].
A multi-objective optimization procedure is proposed to obtain the best viable solution for this
purpose [21–23]. Appropriate voltage profile at different buses and the quality of service (QoS) for the
PEV owners are among the major constraints in the proposed algorithm. Considering the physical
constraints of electric equipment in the system, i.e., transformer nominal power and nominal currents
of the cables, the problem formulation should take these limits into account as well. On the other hand,
since the PEVs are utilized by the algorithm for grid support, the proposed algorithm should include
a proper charging algorithm for PEVs to avoid any inconvenience for the PEV owners. The rest of the
paper is organized as follows. Section 2 provides details of the proposed optimization method, together
with algorithms and driving patterns proposed for electric vehicles (EVs). Section 3 explains the system
modeling approach, including load, PV panels, and PEVs. Section 4 is dedicated to simulation results.
Conclusions of the work results are presented in Section 5.
2. Proposed Intelligent Algorithm
The proposed optimization algorithm is presented in this section. A general overview of the
LV grid is presented in Figure 1. In general, LV grids have a radial layout, and each distribution
transformer is connected to four to seven LV distribution feeders. In this work, the 10 kV side of the
grid is referred to as the “upper grid”, while the 0.4 kV side is considered the “LV grid”.
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An overview of the proposed algorithm is shown in Figure 2. At the beginning, the “Objective
Function” block generates optimization variables, “x”, i.e., number and locations of PV panels based on
the optimization data. The generated PV sizes and locations along with solar irradiation and ambient
temperature data will be utilized to prepare the power flow (PF) matrices. Then, the first PF study will
be carried out to calculate the voltage magnitudes of different buses (PF-1 Block). The PF studies are
based on Newton-Raphson load flow. The calculated voltages will be used in the PEV Block to compute
PEV charging pattern, and PEV for grid support. Then, the load flow matrices will be modified based
on the impact of the PEVs, and the load flow runs again (PF-3 Block). Finally, the required data for
the Optimization Block will be calculated based on the recent load flow. In the following sub-sections,
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Figure 2. Proposed opti ization method.
2.1. Objective Function
This block is responsible for finding “x”, i.e., the optimal number and lo tion of th PV panels.
Optimiz tion data include the maximum a d inimum number of pan ls th t can be installed at each
bus, and optim zati tech iqu param ters. The m ximum number of an ls is obtained by assuming
that each household cannot install more than 2 units of “3 kW PV panel”. This is a fair assumption,
considering the available roof area of a house. As a standard procedure for optimization problems,
the first step is to define an appropriate objective function. Increasing the penetration of PV panels
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in the grid will lead to higher PF from the LV grid to the upper grid. Therefore, the main objective
is to maximize the PF to the upper grid. This objective is defined as “f 1” in Equation (3). Two other
objectives are defined as minimizing the voltage deviation, represented by “f 2”, and minimizing power
losses, shown as “f 3”. The voltage profile is known as an important operational index in the LV grids.
In general, a multi-objective problem can be expressed as follows [21,22]:
minimize Fpxq : Fpxq “ r f1pxq, f2pxq, ..., fkpxqs K “ 3
subject to : hj pxq ď 0 ; ; j “ 1, 2, ..., n (1)
where “n” is the number of inequality constraints, and K is the number of objective functions. Here, “x”
represents the optimization variables. In this work, the optimization variables are the number of PV
panels on different grid buses, as presented in Equation (2):
x “ rx1, x2, ..., xqs (2)
In Equation (2), “q” represents the total number of buses in the grid. As mentioned above, the
number of PV panels on each household is limited between 0 and 2, due to the available rooftop area of
a common house. Therefore, the number of PV panels on each bus is limited to the maximum number
of PV panels that can be installed on all the households on the bus. If four households are connected to
a bus, then the maximum number of PV panels on the bus would be limited to eight.
As mentioned above, three different objective functions are considered in this paper, i.e., K = 3.
The first objective function, i.e., maximizing the PF from the LV grid to the upper grid, can be
equivalently replaced by minimizing the power from the upper grid to the LV grids, as follows:
f1 pxq “ min PT (3)
In Equation (3), PT represents the PF through the transformer to the LV grid for the whole
simulation period. In this work, the study was performed in 15 min time intervals, and the simulation
was performed for a 24 h period. In other words, to obtain PT, PF through transformer is obtained
for each simulation interval. Then, the average PF through the transformer for the whole simulation
period (24 h) was obtained, i.e.,
PT “ mean Ptrafopxq (4)
The second objective is the voltage deviation among the grid buses, which can be obtained
as follows:
f2 pxq “ min ∆Vgrid (5)
where “∆Vgrid” is the maximum voltage deviation in the grid for the whole simulation time, as
presented in Equation (6):
∆Vgrid “ max r∆V1, ∆V2, ∆V3, ..., ∆Vbs b “ 1 : q (6)
In Equation (6), “∆Vb” represents the maximum voltage deviation of bus “b” during the whole
simulation period. In this study, the study is performed for a 24 h time period, with 15 min time
intervals, meaning that 96 time intervals have been defined for the study. Therefore, to calculate
the maximum voltage deviation of bus “b” in Equation (6), “∆Vb”, voltage deviation of bus “b” is
calculated in each time interval. Then, the maximum (i.e., worst) voltage deviation of bus “b” among
the whole simulation time,”∆Vb”, is obtained, as presented in Equation (7):$’&’% ∆Vb “ max rAb1, Ab2...., Abzs ;
#
z “ 1 : 96
b “ 1 : q
Abz “ |Vbz ´ 1|
(7)
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In Equation (7), “b” represents the number of bus in the grid, and “z” represents the time interval
of the study. As mentioned, this study is performed in 15 min time intervals, giving 96 time intervals
for a 24 h case study. “Abz” is the voltage deviation of bus “b” (in p.u.) in simulation interval “z”.
Minimizing the maximum voltage deviation amongst all buses guarantees that voltage deviations of
other buses in the grid will also be minimized.
The last objective function is defined to minimize power losses (copper losses) in the grid, as
expressed in Equation (8):
f3 pxq “ min Ploss,total (8)
To obtain Ploss,total, the power loss of the whole LV grid is calculated at the end of each simulation
interval. This value is obtained from the Newton-Raphson load flow of the grid. Then, total power
losses of the grid for a day of simulation (i.e., Ploss,total) is computed by adding power loss values of all
intervals together.
Three inequality constraints are considered in this study, as explained below:
(1) Voltage of all buses must stay within a specific limit:
Abz ď ∆Vstandard
#
z “ 1 : 96
b “ 1 : q (9)
where “Abz”, “b”, and “z” are defined in Equation (7). On the other hand, ∆Vstandard is the standard
(maximum) voltage deviation of grid buses, which is defined by the grid codes and regulations [24].
(2) PF through the transformer must be less than transformer nominal power (transformer capacity),
as presented in Equation (10):
PT ď Pnominal (10)
where PT is already presented in Equation (4). Here, Pnominal is the nominal power (capacity)
of transformer.
(3) Line currents should never exceed the nominal currents of the cables:
iline ď icable (11)
In Equation (11), icable is the nominal current of the cables in the network, which is obtained from
the network data. In addition, the line current, iline, is calculated from the Newton-Raphson load flow.
The multi-objective optimization can be solved in different ways, such as Pareto optimality
methods [21], and weighting methods. In weighting methods, different objective functions can be
combined into a single function with different weights. One of the weighting methods, known as the
“Rank Order Centroid” (ROC) approach, is used in this work [22]. In this method, different objective




ws fs pxq subject to:
Kÿ
s“1
ws “ 1 (12)
where “f s(x)” is the sth objective function and “K” is the total number of objective functions, “K = 3”.
In this work, the weight factors for functions “f 1”, “f 2”, and “f 3” are 11/18, 5/18, and 2/18, respectively.
In this paper, a heuristic method (specifically a GA) is used since the objective functions and constraints
are nonlinear [23]. Details of the GA parameters are presented in Table A1.
2.2. “Load + Photovoltaic” Block
This block prepares bus and line data matrices based on grid topology and grid demand data.
Bus data, which contain generation and load data at each bus, will be modified based on the generated
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PV sizes and locations by the Optimization Block. Therefore, it is primarily required to calculate PV
generation based on irradiation and ambient temperature.
2.3. Power Flow-1 Block
“PF-1 Block” represents a Newton-Raphson load flow study for the grid. In this study, the voltage
level of different grid buses, in presence of PV panels, is used to design a charging/discharging
algorithm for the PEVs in order to increase PV penetration and support the upper grid. Once the PV
generation is too much, voltage at the bus of connection (and probably at the neighbor buses) shows
undesired increase. On the other hand, LV at different buses shows deficiency of power, which can be
compensated by PEV discharging, if available. Thus, the voltage magnitudes at different buses should
be obtained before the utilization of PEVs. The “PF-1 Block” takes the data and calculates voltage
magnitudes for the next time interval, using Newton-Raphson load flow [25].
2.4. Plug-in Electric Vehicle Block
The “PEV Block” is responsible for computing the charging/discharging pattern for the PEVs
based on their distance profile (DP) and the grid condition at each interval. The block receives PEV
data and voltage magnitudes at different buses as the input. The PEV data includes: (1) the number
and type of PEVs; (2) PEVs’ battery size; (3) initial state of charge (SoC) of PEVs at the beginning of
simulation; (4) average consumption of different PEVs (Wh/km); (5) DP of PEVs; (6) nominal power
of PEV charger; and (7) PEV buses with the number and types of PEVs on each bus. The SoC of PEVs
changes during the day with respect to their DP and their average energy consumption. Therefore, in
order to define a proper algorithm for PEVs, it is necessary to calculate the SoC of each PEV at the end
of each interval. If the PEV is moving, the new SoC at the end of the interval will be calculated based
on the PEV’s driving distance for that interval, type of PEV, its previous SoC, and its battery capacity.
Otherwise, when the PEV is idle, its SoC does not change. The SoC will be calculated within “PEV
Block” in Figure 2. From Figure 2, the “PEV Block” includes two individual blocks, “PEV Charging”
and “V2G”. The reason is that a day of simulation is divided into two different blocks: (1) high
irradiation and (2) low irradiation. The reason for the division is to find appropriate set points for the
algorithm. The high solar irradiation and solar production during the daytime increases grid voltage
levels, especially during the daytime. However, the solar production reaches zero during the evening
and night hours. Therefore, different set points are defined for the algorithm to efficiently charge the
PEV battery for customer requirements in the morning, while enabling the grid to utilize PEV storage
for grid support.
2.4.1. Plug-in Electric Vehicle Charging
Considering the number of PEVs in the LV grid and their significant power demand, especially
at night when most PEV owners plug their car for charging, a huge amount of load will be imposed
on the grid which can result in voltage issues, as well as overcurrent in the lines and transformer.
Therefore, a proper algorithm is required to handle PEV charging appropriately. Figure 3 presents
the flowchart of the proposed algorithm for PEV charging. From Figure 3, all the PEVs connected to
the grid will be sorted in ascending order based on their available SoC from the last interval. Sorting
PEVs will enable the algorithm to charge certain PEVs with the least SoCs for simultaneous charging.
After selecting the PEVs, each selected PEV will be examined for charging. If the ith PEV is moving
(i.e., DP(i,t)‰ 0), it cannot be charged and the algorithm only calculates its SoC at the end of the current
interval. Otherwise, the PEV’s SoC at the end of the last interval will be evaluated, i.e., SoC(i, t ´ 1).
If the PEV’s SoC is above SoCmax, the algorithm does not charge the PEV. This way, the SoC at the
end of the current interval will be equal to its SoC from the last interval, i.e., SoC(i, t) = SoC(i, t ´ 1),
because internal battery discharging is neglected in this study. Once the SoC of the ith PEV is less
than SoCmax, the PEV will be charged. Here, the PEV’s SoC at the end of the charging period will be
calculated and the “load data” matrix will be modified, due to PEV charging impact.
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Defining a maximum value for battery charging (SoCmax) is due to battery lifetime issues [17].
Furthermore, the random displacement of different PEVs in different feeders and different buses
enhance the algorithm performance and voltage profile at different buses, as it minimizes the
probability of simultaneous charging of too many PEVs at the same feeder. The random placement of
PEVs is performed only once at the initialization of the whole optimization program. Additionally,
when the number of PEVs increases, the random selection nature of the proposed algorithm helps to
keep the diversity for PEV selection, which results in higher probability of available PEV for charging
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Figure 3. Charging pattern for plug-in electric vehicles (PEVs) for each interval of simulation.
2.4.2. Vehicle-to-Grid
PEVs utilization is a random behavior because of human interaction as the driver. This way, the
PEV’s SoC at the end of each trip, charging and discharging preferences of the owner, and connectivity
to the grid during the idle periods brings a new level of uncertainty in the power system. This results
in higher operational cost due to the required ancillary services. In this study, the PEV behavior is
represented by generating random driving patterns, selecting the type and their random displacement
in the grid. The r ndom drivi g patterns are produced with re pect to statist cal driving da a provided
by authorities. Two types of cars are considered in this study: commuters and family cars. Details of
the PEVs are presented in Section 3. Commuters are mainly used in the morning and evening time,
for travelling between home and work. Therefore, their driving pattern is mainly in the morning and
evening time, and they are idle for most of the daytime. On the other hand, family cars have a more
diverse driving pattern, as they will be used during the day more frequently. However, family cars are
mainly used for sh rt trips. T refore, their battery charge does not change drastically. Further details
on the driving patterns of PEVs are presented in Section 3.
Considering the driving patterns of PEVs and their idle time, when the PEV is idle and connected
to the grid, the grid can benefit in two ways: (1) positive balance, where the storage capacity of
PEV can be used to store extra energy [12]; an (2) negative balance, where t e PEV can support the
upper grid [17]. It should be noted that a PEV can be used f r grid support only when: (1) the PEV
is idle; (2) the PEV is connected to the grid; and (3) the PEV battery is available for such function.
Due to the battery lifetime issues, batteries should not be charged more than a certain level (90%) [17].
On the other hand, batteries should always have a minimum level of charge to respond to the owners’
requirements. Thus, battery availability is limited to certain “minimum” and “maximum” values.
Determining “ inimum” value can be done considering PEVs’ DP and their daily distance. Figure 4
presents the proposed algorithm for such functions. For each interval, PEVs’ data (including locations,
DP, and initial SoC) are given to the PEV Block (Figures 2 and 4). Then, each PEV will be examined for
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its potential for grid support based on different rules and constraints. Since charging and discharging
of PEV could affect the voltage of the whole feeder, the proposed algorithm is designed to consider
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Figure 4. Proposed algorithm for vehicle to grid (V2G) application of electric vehicles (EVs).
In the first iteration, the maximum and minimum voltage of the feeder (Vmax and Vmin,
respectively) will be determined based on the data from PF-1 Block. However, for the next iterations
these values will be determined by “PF-2 Block”, shown in Figure 4. “PF-2 Block” is also based on
Newton-Raphson load flow calculati ns. Then, the obtained Vmax and Vmin will be compared with
predefined set points, “V*max” and “V*min”. If ”Vmax > V*max”, named as “Cond1” in Figure 4, then
the “V2G(+)” scenario applies. On the other hand, if “Vmin < V*min”, which is shown by “Cond2” in
Figure 4, then the “V2G(´)” scenario is valid. For cases where both “Cond1” and “Cond2” criteria
could happen, the decision is made based on the distance of the PEV from the buses. These scenarios
are further explained b low:
Scenario 1 (charging and discharging): If both maximum and mini u voltages of the feeder
at hand are beyond the thresholds, which might happen if the feeder is too long and there are many
PV panels installed at certain buses, priority between discharging and charging is given to the one that
the PEV bus is closer to. As a result, disc arging is preferr d if t bus wi minimu vol age is closer
to the current PEV (D_Vmin < D_Vmax). Conversely, if the bus with maximum voltage is closer to the
current PEV bus, then charging will be preferred (D_Vmax < D_Vmin). The desired operation on the
PEV, however, depends on its availability and its SoC level.
Scenario 2 (only charging): If th aximum voltage is higher than a threshold (Vmax) in the
whole feeder, there is an excess power generated by the PVs in that feeder which can be possibly stored
in the PEVs. Thus, the current PEV will be examined to store the excess power. However, charging
happens only if the PEV is idle and its battery SoC is less than the technical upper limit, i.e., 90% of its
nominal capacity.
Scenario 3 (discharging): If the minimum voltage of the feeder is below Vmin, a shortage in the
generation will be recognized. In this condition, the PEV will be examined for discharging based on its
availability and SoC level.
Scenario 4: If the maximum and minimum voltages are within the pre-defined values, and the
PEV is idle, the SoC of the PEV does not change.
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In all scenarios (except Scenario 4), the bus matrix should be modified for the new
Newton-Raphson PF in the “PF-3 Block”. This procedure will be done for all intervals of all PEVs.
2.5. Power Flow-3 Block
In this block, the modified “load data” matrix, considering charging and discharging operation of
PEVs for the length of simulation, along with line matrix will be utilized to calculate new steady-state
operating points. A similar PF structure, similar to PF-1 Block (i.e., Newton-Raphson-based PF), is used
in this block; and only the loads have changed. Final load flow results will be utilized to calculate the
required data for the Optimization in order to generate new solutions for the PV sizes and locations.
3. Grid Layout and Photovoltaic Modeling
The configuration of a Danish LV grid under study is shown in Figure 5. The LV grid has six
feeders which are connected to a 20 kV/0.4 kV, 630 kVA distribution transformer. The number of
households on each feeder is given in Table 1. The data of the cables are obtained using grid data
presented in Table A2 in Appendix A [17,26]. For modeling PV panels, the model presented in [27]
is applied. The only available datum in this study was the transformer load curve. Therefore, load
modeling is done using the “Velander method”. This method is explained in [28,29]. This method
is mainly used for studies where no measurement of single households in the grid is available.
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Figure 5. Overall view of the LV grid.
Based on battery type and details required for a certain study, different models are proposed for
PEVs [17,30]. In this study, PEVs with Li-Ion battery are onsidered since they are widely considered
recently [31]. Besides, the PEVs’ DP, types, and their allocations in the grid should be defined.
Although these parameters are not deterministic, a typical scenario is developed in this study to
simplify it. Two types of PEVs are considered here: (a) co muters; and (b) fam ly cars.
As mentioned in Section 2.4.2, two types of PEVs are considered in this study: commuters and
family cars. In this study, the commuters and family PEVs have a 30 kW battery pack [32]. The required
data for the PEVs are reported in Tabl 1 [32]. The main fe ture which differentiates PEVs is their
average daily distance and owner behavior. To generate DP for PEVs, a random normal distribution is
used. Based on the statistical data, commuters are mainly on the road in the morning, from 7:00 a.m.
to 9:00 a.m., and during the evening time, from 5:00 p.m. until 7:00 p.m. Therefore, to provide a proper
DP for commuters, their average daily distance (mentioned in Table 1) is split between morning and
evening time intervals. The DPs of commuters are similar, except for a time shift for DPs of different
commuters. On the other hand, family cars are used for short trips, while they have a more diverse
moving time, depending on the needs of the car owner [32].
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The distribution of PEVs among feeders and buses depends on the number of the households on
different buses, i.e., buses with higher number of households are likely to have higher number of PEVs.
As a result, feeders with higher number of households will have higher number of PEVs connected to
them. Such distribution of PEVs provides a more realistic scenario, since all the households are equally
likely to own a PEV, regardless of their location on the LV grid.
4. Simulation Results
In this work, the nature of the optimization problem and variables (i.e., number of PVs) is
an integer optimization. Usually, heuristic approaches are more effective than gradient-based
techniques when it comes to nonlinear integer optimization. As a result, GA method is chosen
for this study.
4.1. Case Studies
4.1.1. CASE I: Original Grid without Photovoltaic and Plug-in Electric Vehicle
First, the original grid is simulated with actual load demand without PV panels and PEVs.
The data used in this simulation belong to the first day of July 2010. The reason for picking a summer
day is the fact that solar irradiation becomes maximum in the summer. Therefore, it is better to
determine the penetration level of solar panels in the summer. This way, it will be guaranteed that the
solar power production never exceeds the grid limits. The solar irradiance also belongs to the same day
of July 2010. The irradiation is obtained from a measurement device in the laboratory. As mentioned
above, load modeling is performed using “Velander method”. The only available measurement for
the grid was the power profile of transformer. Therefore, to provide a demand profile for the grid
households, it is assumed that the demand profile of the grid households is similar to the demand
profile of transformer.
The simulation reveals the possible issues with the grid which further can be utilized for
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Figure 6. Voltage profile of grid critical buses (no photovoltaic (PV) panels and no PEV).
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Considering the standard voltage deviation limit [24], voltage violations at some buses can be
recognized. Voltage violation is more severe for the end buses of feeders 2 and 6. The reason is
the number of household on these feeders. It should be mentioned that, despite such voltage drop,
such voltage profile is acceptable for Danish grid [24]. Since the “Velander” method is used for
load modeling in this study, the voltage profiles obtained from simulations include more extremes
comparing to the real situation. In reality, the voltage profiles in the grid have lower deviation and the
voltage drop is also less than what is shown here.
4.1.2. CASE II: Optimization without Grid Support
In this case, it is assumed that the PEVs are considered as loads. PEVs are charged during the
night time, using the smart charging algorithm, as presented in Figure 3. During the daytime, PEVs
can only be used for positive balancing (from grid to vehicle). The goal of the optimization-based
simulation is to find the optimal number and location of PV panels considering the new PEV loads.
Typically, PEVs are under charge during the night hours, where the household demand is normally
minimal. However, connection of a large number of PEVs to the feeder imposes a significant amount of
load and leads to a significant voltage drop. To overcome this issue, the charging algorithm presented
in Figure 3 is utilized. The lower and upper SoC of PEVs’ batteries are 20% and 90%, respectively.
4.1.3. CASE III: Optimization Considering Grid Support
CASE III is similar to CASE II, except that the PEVs are utilized for V2G purposes (both positive
and negative balance). Thus, CASE III contains the features of the proposed method in Section 2.4.2.
Considering customer’s driving requirements, the lower limit of SoC is set to 35%, while the upper
limit is 90% for night time charging, similar to CASE II.
4.1.4. CASE IV: Optimization Considering Grid Support
Case IV is similar to case III, but with a lower SoC limit during the night time. In other words, in
order to increase the available PEV battery capacity for absorbing PV power during the daytime, it is
assumed that the grid operator is allowed to restrict the upper limit of SoC for night-time charging to
50%. In such case, the available PEV storage for the daytime is higher.
4.2. Optimization Results
In this section, simulation results of CASE II, CASE III, and CASE IV are presented. The number
of PEVs in the LV grid was increased gradually to have the maximum PEV penetration. Here, the
results with 16 PEVs (10% PEV penetration) and 40 PEVs (25% penetration) in the grid are presented.
The optimization results are shown in Table 2.
To ease the comparison, the total number of PV panels for each case study is presented in Figure 7
as well. Considering the total number of panels for each case, the effectiveness of the proposed
algorithm can be realized. Activating the negative balance option (i.e., discharging PEVs for grid
support), for both CASE III and CASE IV, has led to a higher number of panels in the grid. Besides, in
CASE IV, where the grid operator is allowed to limit the maximum charge of batteries (maximum 50%
charging for the night time in this study), the number of panels has increased compared to CASE III.
Such increase can be realized both with 10% PEV penetration, and with 25% PEV penetration, although
the rate of increase is not the same. The reason for different rates is the fact that the placement of
PEVs on different buses and the number of PEVs on different buses are not similar for the two cases.
The maximum increase in the number of panels is in CASE IV with 40 PEVs in the grid (205 panels),
which shows more than 32.7% increase compared to CASE II (138 panels). Since each panel’s nominal
capacity is 3 kW, such increase is equal to 201 kW more PV panels.
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Table 2. Number of PV panels for cases II–IV considering two PEV penetration levels: 10% and 25%
PEV penetration.
Bus
Case II Case III Case IV
10% (16 PEV) 25% (40 PEV) 10% 25% 10% 25%
1 2 2 2 3 2 3
2 6 6 6 7 8 9
3 1 1 3 4 3 6
4 4 4 4 5 4 7
5 3 3 4 4 4 4
6 6 6 6 6 6 7
7 9 9 10 12 11 12
8 2 2 3 5 6 10
9 4 4 4 6 6 7
10 1 1 2 4 4 6
11 3 3 5 8 6 8
12 10 10 10 10 10 10
13 4 4 5 6 5 8
14 2 2 3 5 4 6
15 6 6 6 6 6 6
16 8 8 9 10 10 10
17 8 8 9 9 9 10
18 8 8 8 8 8 8
19 10 10 10 10 10 10
20 8 8 8 8 8 8
21 8 8 8 8 8 8
22 5 5 6 8 7 11
23 6 6 7 8 8 9
24 8 8 8 8 8 10
25 5 5 5 6 6 8
26 1 1 1 3 2 4
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Figure 7. Number of PV panels in different cases.
4.3. Analysis of Plug-in Electric Vehicle Impact
To show the impact of PEVs on th volta e profile at different buses, voltage pr file of bus 10 in
Figure 5 (bu 5 on feeder 2), is depicted in Figure 8 for CASE II a d CASE IV. A m ntioned earlier,
bus 10 is the worst bus of the system. The role of PEVs for both negative and positive balance is
demonstrated in Figure 8. In CASE II, the PEV is fully charged during the night, whereas in CASE IV
the PEV charging is limited to 50%. The difference in settings causes the voltage difference between
the two cases as well. PEV is on the road around 7:30 a.m. until 8:00 a.m., and it loses part of its
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charge. During the day time, as the solar irradiation increases, the PEV battery starts charging until
around 2:00 p.m. However, after this time, although the solar power is still high, the battery reaches
its maximum capacity (90%) and cannot participate in positive balance. This causes an increase in
voltage. The PEV is on the road around 5:30 p.m. until 6:00 p.m. as well. As PEV becomes idle in
the evening, it starts supporting the grid in CASE IV. The provided support by PEVs in this scenario
is quite significant, and it clearly elevates the voltage profile of the bus. It can be seen that, despite
the higher PV penetration in CASE IV compared to CASE II (32.7% higher as mentioned above), the
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Figure 8. Voltage profile and SoC for bus 10: CASE II and CASE IV.
Figure 9 compares the voltage profile of bus 10, and the SoC of PEV for this bus, for CASE III
and CASE IV. For CASE III, the night charging is not limited, while it is limited to 50% for CASE IV.
Therefore, voltage profile of bus 10 has lower values for night hours. On the other hand, when the
PEV is idle during the day, the grid uses PEV storage for storing the solar production. However, since
the available PEV storage is limited in CASE III compared to CASE IV, the PEV provides less grid
support (positive balance) for the grid. Such scenario results in lower solar penetration, as presented
in Table 2. Theref re, solar p n tra ion is higher in CASE IV (205 panels) compared to CASE III
(177 panels). Tra sformer power profile is presented in Figure 10 for 40 PEVs (25% penetration) in the
grid. Considering the results of CASE II as the base case, it can be seen that PEV charging during the
night time for CASE II occupies almost all the transformer capacity.
PV penetration provides extra power which can support the upper grid during the day. However,
PV production doesn’t exist during evening time, when the grid has a significant peak in demand.
Therefore, the grid is forced to absorb power from the upper grid to support its consumption.
Using PEVs for grid support, the excess available energy can be stored in PEVs atteries during
the daytime. The stored energy can then be used during the evening hours to respond to the peak
demand of the grid. Such opportunity provides a great flexibility for the grid to not only provide some
extra power to the upper grid, but the grid can also deal with its peak demand problem.
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Figure 10. Transformer power profile for different cases.
5. Conclusions
T is work focus s on the challenges a d opportunities of a grid wi the presence of PV panels
and PE s. The idea is to find a proper olution for the new challenges in t e grid without changing
the grid existing c nditions, as well as be efiting from the ew potentials. The focus is to utilize
the PEV storage to provide maximum ancillary service. Different scenarios are evaluated to support
the proposed method. Simulation results quantify the potential and effect of PEVs for the grid and
the grid operator. From the results in Table 2, compared to CASE II where only positive balance is
available, enabling both positive balance and negative balance increases the PV penetration by 50%
with 40 PEVs in the grid (25% PEV penetration), and by 22.4% for 16 PEVs in the grid (10% PEV
penetration). I addition, PV panels are optimally allocated thr ugh different grid feeders and buses
to maximize the ancillary service. The results verify the capability of PEV storage in increasing the
penetration of renewable energy in the grid, which leads to a more sustainable power system.
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Appendix A
Table A1. Parameters of genetic algorithm (GA).
Parameter Population Number of Generation Stall Generation Tolerance Function
Value 40 200 100 1 ˆ 10´8
Table A2. Data of grid cables.
Bus Number R (Ω/km) X (Ω/km) R X R (p.u.) X (p.u.)
TrafoÑ1 (feeder 1) 0.2080 0.086 0.0859 0.0355 53,703 22,204
1 to 2 0.6420 0.0870 0.0399 0.0054 24,958 3382
1 to 3 0.6420 0.0870 0.0658 0.0089 41,128 5573
3 to 4 0.6420 0.0870 0.0642 0.0087 40.125 5438
4 to 5 0.3210 0.0860 0.0551 0.0148 34,467 9234
TrafoÑ6 (feeder 2) 0.2080 0.0840 0.0539 0.0217 33,657 13,592
6 to 7 0.2080 0.0840 0.0186 0.0075 11,609 4688
7 to 8 0.2080 0.0840 0.0448 0.0181 28,028 11,319
8 to 9 0.3210 0.0840 0.0544 0.0142 34,006 8899
9 to 10 0.3210 0.0840 0.0258 0.0068 16,130 4221
TrafoÑ11 (feeder 3) 0.2080 0.0840 0.0347 0.0140 21,671 8752
11 to 12 0.2080 0.0840 0.0233 0.0094 14,560 5880
12 to 13 0.3210 0.0840 0.0261 0.0068 16,331 4274
13 to 14 0.3210 0.0840 0.0546 0.0143 34,106 8925
TrafoÑ15 (feeder 4) 0.2080 0.0840 0.0613 0.0247 38,285 15,461
15 to 16 0.2080 0.0840 0.0223 0.0090 13,949 5633
16 to 17 0.2080 0.0840 0.0267 0.0108 16,718 6752
17 to 18 0.2080 0.0840 0.0132 0.0053 8268 3339
TrafoÑ19 (feeder 5) 0.2080 0.0860 0.0908 0.0376 56,771 23,473
19 to 20 0.3210 0.0840 0.0414 0.0108 25,901 6778
20 to 21 0.6420 0.0870 0.0545 0.0074 34,066 4616
TrafoÑ22 (feeder 6) 0.2080 0.0840 0.0590 0.0238 36,855 14,884
22 to 23 0.2080 0.0840 0.0146 0.0059 9100 3675
23 to 24 0.3890 0.0830 0.0204 0.0044 12,764 2723
24 to 25 0.3890 0.0830 0.0311 0.0066 19,450 4150
24 to 26 0.5260 0.0830 0.0395 0.0062 24,656 3891
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